
ITEM No. 6 
 

February 2, 2007 
 

ERRATA SHEET 
 

CHANGES TO ORDER NO. R8-2007-0012, NPDES No. CA0105619 
 
 
(Language deleted is strike through) 
(Language added is bold and shaded) 
 
1. Order No. R8-2007-0012, page 6 of the Order, modify paragraph II.F., as follows:  
 

F. California Environmental Quality Act (CEQA).  Under Water Code section 
13389, this action to adopt an NPDES permit is exempt from the 
provisions of CEQA, Public Resources Code section 21000 et seq. 
(County of Los Angeles v. California State Water Resources Control 
Board (2006) 143 Cal.App.4th 985, mod. (Nov. 6, 2006, B184034) 50 
Cal.Rptr.3d 619, 632-636.)  For the plant expansion project, a mitigated 
negative declaration and addendum was adopted on July 2, 2003 and 
October 5, 2005, respectively. This action also involves the re-issuance of 
waste discharge requirements for an existing facility that discharges 
treated wastewater to land and as such, is exempt from the provisions of 
California Environmental Quality Act (commencing with Section 21100) in 
that the activity is exempt pursuant to Title 14 of the California Code of 
Regulations Section 15301”.   

 
2. Order No. R8-2007-0012, page 14 of the Order, modify paragraph IV.A.1.c.1).a). 

and add footnote 7 as follows:  
 

a). The 12-month flow weighted running average total dissolved solids 
concentration and mass emission rate shall not exceed 540 mg/L and 
25,671 lbs/day7, respectively. 

 
 Footnote 7: Derived from 5.7 mgd x 8.34 x 540 mg/L. 

 
3. Order No. R8-2007-0012, page 14 of the Order, modify paragraph IV.A.1.c.2).a). 

and add footnote 9 as follows:  
 

a). The 12-month flow weighted running average total dissolved solids 
concentration and mass emission rate shall not exceed 320 mg/L and 
15,212 lbs/day9, respectively. 

  
 Footnote 9: Derived from 5.7 mgd x 8.34 x 320 mg/L. 
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4. Order No. R8-2007-0012, page 14 of the Order, modify paragraph IV.A.1.d., add 

footnote 10 and 11 as follows and renumber subsequent footnotes accordingly:  
 

1) Provided that maximum benefit is demonstrated (see Provisions VI.C.6.a and 
VI.C.6.b), the 12-month flow weighted running average TIN concentration and 
mass emission rate shall not exceed 6.0 mg/L and 285 lbs/day10, 
respectively. Compliance with this limitation shall be achieved as soon as 
possible but no later than December 31, 2007 on a monthly basis and, 
starting on January 1, 2009 by the arithmetic mean of the last twelve monthly 
averages. Interim effluent limitations are specified in IV.A.2. b, below. 

 
2) If maximum benefit is not demonstrated (see Special Provisions C.6.c), the 

12-month flow weighted running average TIN concentration and mass 
emission rate shall not exceed 4.1 mg/L and 195 lbs/day11, respectively. 

 
 Footnote 10: Derived from 5.7 mgd x 8.34 x 6 mg/L. 
 Footnote 11: Derived from 5.7 mgd x 8.34 x 4.1 mg/L. 

 
5. Order No. R8-2007-0012, page 20 of the Order, modify paragraph IV.C.1.c. as 

follows:  
 

c. Nitrogen Limitations:  The following nitrogen limitations apply to recycled 
water use sites overlying the specific Groundwater Management Zones 
shown in Table 15 or 16:.  For Tables 15 and 16, compliance shall be 
measured at representative monitoring location REC-001a. For Tables 
17 and 18, compliance shall be measured at REC-001:  

 
6. Attachment E, page E-7, Section II., modify Table 2. add new monitoring station 

location as follows, add new footnote 4 and renumber following footnotes 
accordingly:  

 
 
Table 2.  Monitoring Station Locations 
Discharge 

Point 
Name 

Monitoring 
Location 

Name 
Monitoring Location 

Description 
Latitude and 
Longitude 

-- M-INF Upstream of Grit Basin, downstream of Barscreens 
(existing and future) 

Lat: N 340 00.394’  
Long: W 1170 05.431’ 

001 M-001A Splitter box downstream of Chlorine Contact Basins 
(existing). 

Lat: N 340 00.410’  
Long: W 1170 05.651’ 

001 M-001A Downstream of future UV System (future). 
Lat: N 340 00’ 24.25”  
Long: W 1170 05’ 
46.23” 

001 M-001B Chlorine residual sampling point, at final pond prior to 
Creek outfall (existing). 

Lat: N 340 00’ 24.25”  
Long: W 1170 05’ 
46.23” 

001 M-001B Chlorine residual sampling point, at UV discharge prior 
to Creek outfall (future). 

Lat: N 34°00’ 25.39”  
Long: W 1170 06’ 
01.26” 
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Table 2.  Monitoring Station Locations 
Discharge 

Point 
Name 

Monitoring 
Location 

Name 
Monitoring Location 

Description 
Latitude and 
Longitude 

001 M-001C 
San Timoteo Creek discharge (existing and future).  
Sampling location for dissolved oxygen, temperature, 
toxicity. 

Lat: N 33°59’11”  
Long: W 117°08’ 04” 

002 REC-001 
Chlorine residual sampling point, downstream of 
Reclaimed Water Pump Station, downstream of sodium 
hypochlorite injection (future) 

Lat: N 340 00’ 28.77”  
Long: W 1170 05’ 
57.80” 

002 REC-001a Groundwater at recharge basins To be determined4

-- R-001U Station A Monitoring – Within 100 feet upstream of 
Creek discharge Location not fixed 

-- R-001D Station B Monitoring – Within 500 feet downstream of 
Creek discharge Location not fixed 

 
Footnote 4: The Discharger shall submit the latitude and longitude of monitoring 

station REC-001a when the design and location of recharge basins 
are finalized. 

 
7. Attachment E, page E-10, Table 4.  Tertiary Effluent Monitoring at M-001A, 

delete monitoring for endocrine disrupting chemicals & pharmaceuticals as 
follows. Table 4 partially shown:  

 
Table 4.  Tertiary Effluent Monitoring at M-001A – Without 20:1 Dilution 

Constituent Units Type of 
Sample 

Minimum 
Frequency of 
Sampling & 

Analysis 

Required 
Analytical Test 
Method and ML 

     
Total organic carbon mg/l Composite Quarterly " 
Endocrine disrupting 
chemicals & 
pharmaceuticals 
(see Attachment “H”)

μg/L Grab Annually

 
 
“

Remaining volatile 
organic portion of 
EPA Priority 
Pollutants 
(See Attachment “G) 

µg/l Grab 
Annually 

(See IV. A.4., below) 

See Sections I.A.2., & 
I.A.3., above of this 

MRP 

 

 

 
8. Attachment E, page E-15, Section VII., add new paragraph VII.A.2. as follows:  

2. The Discharger shall monitor recharged recycled wastewater at REC-
001a for TDS and Nitrate-Nitrogen on a monthly basis.  The 
monitoring data acquired to comply with Section VIII.F., below, may 
be used to comply with this requirement. 
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) 

 

f 

 
9. Attachment F, page F-13, modify paragraph B., as follows:  

B.   California Environmental Quality Act (CEQA

California Environmental Quality Act (CEQA).  Under Water Code section 
13389, this action to adopt an NPDES permit is exempt from the provisions o
CEQA, Public Resources Code section 21000 et seq. (County of Los 
Angeles v. California State Water Resources Control Board (2006) 143 
Cal.App.4th 985, mod. (Nov. 6, 2006, B184034) 50 Cal.Rptr.3d 619, 632-
636.)  For the plant expansion project, a mitigated negative declaration and 
addendum was adopted on July 2, 2003 and October 5, 2005, respectively
This action also involves the re-issuance of waste discharge requirements for 
an existing facility that discharges treated wastewater to land and as such,
exempt from the provisions of California Environmental Quality Act 
(commencing with Section 21100) in that the activity is exempt pursuant to 
Title 14 of the California Co

. 

 is 

de of Regulations Section 15301”. 
 
10. Delete Attachment K.  
 

 






















































































































































































































































































